WIRE LIST FOR TANK RTU

POINT NAME TYPE BASEBORD POINT X—REF DESCRIPTION

YYY130LT AIN 1 Al—B1  TANK LEVEL
YYY135TMP AIN 2 Al-B2  TANK TEMPERATURE
YYY131XA DIN 1 DI—-B1 TANK INTRUSION
YYY136JF DIN 2 DI-B2  TANK POWER
YYYDCPWR DIN 3 DI-B3  TANK DC POWER
YYY135TL DIN 4 DI-B4 TANK RTU TEMP

"YYY” SHALL BE DEFINED BY DOW PRIOR TO CONSTRUCTION
"AIN” STANDS FOR 4/20 mA ANALOG INPUT CIRCUITS
"DIN” STANDS FOR DIGITAL INPUT CIRCUITS

REV. 2004
CITY OF COLUMBUS, OHIO
DEPARTMENT OF PUBLIC UTILITIES STANDARD DETAIL /’\
DIVISION OF WATER
JAPPROVED lNPUT/OUTPUT CROSS REFERENCE ( L—-8701L
A WW [=2/-05” N\~
JADMINISTRATOR / DATE




